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EXECUTIVE SUMMARY 

i 

Environmental Compliance Services, Inc. (ECS) has prepared this Initial Site Investigation (ISI) report on 
behalf of Bradford Oil Company (Bradford Oil) for work performed at the Waits River General Store 
located on VT Route 25 Waits River, Vermont.  The Waits River General Store is a gasoline retail 
convenience store currently owned and operated by Bill and Donna MacDonald.  The ISI was performed 
at the request of the Vermont Department of Environmental Conservation (VTDEC), to investigate 
petroleum contamination reported by Gary Fontaine of Bradford Oil during the 1994 removals of a 1,000-
gallon and 3,000-gallon gasoline UST owned by Bradford Oil.  Two additional 1,000-gallon gasoline 
USTs were reportedly removed from the site in 1984, and were reported by Bradford Oil to be the source 
of petroleum contamination discovered in the 1994 UST removals.  One 6,000-gallon gasoline UST 
owned by Jock Oil currently exists onsite, and is located in the area of the former 3,000-gallon UST. 
 
The ISI included the screening of soil from six borings, the installation and sampling of four monitoring 
wells (MW-1 through MW-4), and the onsite water supply well for petroleum-related volatile organic 
compounds (VOCs) and total petroleum hydrocarbons (TPH), and an evaluation of potential threats to 
nearby sensitive receptors.  Based on the results of the site investigation described above, ECS concludes 
the following: 
 

• Only one petroleum-related VOC, 1,3,5-Trimethylbenzene (1,3,5-TMB) was detected at 7.7 
micro grams per liter (ug/l), which is above Vermont Groundwater Enforcement Standard 
(VGES) of 4 ug/l.  The VGES exceedance was detected in monitoring well MW-2, which is 
located immediately down gradient of the former 3,000-gallon UST, and current 6,000 gallon 
UST.  The only other VOC detected was 1,2,4-TMB in MW-2 at 2.5 ug/l.  No total petroleum 
hydrocarbons (TPHs) were detected in any groundwater samples.  The concentrations of 
petroleum-related VOCs detected in monitoring well MW-2 are not uncommon at active gasoline 
retail facilities, and could be the result of incidental overfills during refueling events. 

 
• No petroleum-related VOCs or TPHs were detected in groundwater immediately downgradient of 

the two former 1,000-gallon USTs removed in 1984. 
 

• No soil boring or monitoring well could be installed at the former location of the 1,000-gallon 
UST removed in 1994 because access was blocked by a dumpster, and concerns about subsurface 
utilities.  However, based on the June 2004 groundwater elevation data, MW-2 is located 
downgradient of this UST.  The 1,000-gallon UST was located immediately east of the former 
3,000 gallon UST, and current 6,000-gallon UST. 

 
• No petroleum-related VOCs were detected the onsite private overburden supply well, located 

approximately 150 feet off the southwest corner of the building.  The risk of human exposure 
from the localized groundwater VOCs contamination is low since no VOCs were detected in 
Monitoring wells MW-3 and MW-4, which are located between the onsite supply well and the 
area of apparent localized VOC contamination at MW-2.   

 
• During the field activities, the soils generally consisted of yellow brown and brown sand with 

gravel overlying well-graded and poorly graded sand.  Varying amounts of clay was encountered 
in SB-6 located approximately 30 feet southwest of the 1984 USTs.  Refusal was met at 16 to 18 
feet below ground surface in MW-1, MW-2, MW-3, and SB-5 on presumed bedrock.   

 
• PID soil headspace readings ranged from non-detect to 529 parts per million (ppm).  The highest 

PID readings were recorded in the saturated zone at MW-2 soil boring.  No other elevated PID 
readings above 2 ppm were obtained in the other soil borings or well installations.  The risk of 
human exposure to the residual soil contamination is low since the contamination is at a depth of 
14 feet. 
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• The groundwater in the unconfined surficial aquifer at the site appears to flow generally 

southwest toward the Waits River.  The average horizontal hydraulic gradient is approximately 13 
percent.   

 
• No visual evidence petroleum discharge (i.e., oily sheen) was observed at the bank or in the river 

at locations downgradient of the site on 3 June 2004.  The Waits River is located approximately 
200 feet south of the former and current UST locations.  Based on the distance to the river, and 
the low levels of VOC contamination the risk of environmental impact to the river is low.   

 
• At least nine private supply wells are located within ½-mile of the site.  Based on the relative 

locations of the supply wells to the former UST area, and the direction of overburden 
groundwater flow, the risk of VOC impact to these wells is low. 

 
On the basis of the conclusions stated above, ECS recommends that the following activities be performed 
before the site would be eligible for a Site Management Activity Completed (SMAC) designation:  
 

1. A confirmatory groundwater-sampling event should be conducted in the Fall of 2004 to confirm 
the June 2004 results.  Monitoring wells MW-2, MW-3, MW-4 and the Waits River General 
Store supply well should be sampled.  In addition, the offsite water supply well at the residence 
located immediately east of the General Store should be sampled.  The groundwater samples 
should be submitted for laboratory analysis of VOCs using EPA Method 8021B.   

2. Upon completion of the Fall 2004 sampling event, a summary report should be prepared which 
includes relevant tables and figures, and identifies an appropriate course of action for the site.  If 
similar results are obtained during the Fall 2004 monitoring event then the site would be eligible 
for a SMAC. 

3. A copy of this report should be forwarded to Mr. and Mrs. MacDonald and the VTDEC.  
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INTRODUCTION 
 
Environmental Compliance Services, Inc. (ECS) has prepared this report of an Initial Site Investigation 
(ISI) performed at the Waits River General Store located on VT Route 25 Waits River, Vermont (Figure 
1).  This report has been prepared on behalf of Bradford Oil Company (Bradford Oil), of Bradford, 
Vermont.  Bill and Donna MacDonald currently own and operate the Waits River General Store, which is 
a gasoline retail convenience store.  The ISI was performed following the discovery of petroleum 
contamination during the removal of two permitted gasoline underground storage tanks (USTs) in 1994, 
having capacities of 1,000 and 3,000-gallons (Figure 2).  Two additional 1,000-gallon gasoline USTs 
were reportedly removed from the site in 1984, and were reported by Bradford Oil to be the source of 
petroleum contamination discovered in the 1994 UST removals.  One 6,000-gallon gasoline UST owned 
by Jock Oil currently exists onsite, and is located in the area of the former 3,000-gallon UST..   
 
The ISI included the screening of soil from six borings, the installation and sampling of four monitoring 
wells, and an onsite supply well for petroleum-related volatile organic compounds (VOCs) and total 
petroleum hydrocarbons (TPHs), and an evaluation of potential threats to nearby sensitive receptors.  This 
work was requested by the Vermont Department of Environmental Conservation Sites Management 
Section (VT DEC SMS) in a letter dated 18 June 2004. 
 
1.1   SITE DESCRIPTION AND PHYSICAL SETTING 

 
Structures located on the site include a main building, which houses a residence, garage and a general 
store, and a smaller storage shed.  The main building has a basement constructed of concrete floors and 
walls.   
 
Gasoline is currently dispensed at the general store and stored in a 6,000-gallon UST located in the tank 
grave of the 3,000-gallon UST removed in 1994.  The former 1994 USTs were located on the eastern side 
of the garage, south of the storage shed.  The former 1984 USTs were located under the footprint of the 
storage shed (Figure 2).   
 
The surrounding areas are primarily residential properties located along VT Route 25.  The ground 
surface at the current and former UST locations is relatively flat.  The ground surface west of the main 
building slopes to the southwest, toward the Waits River.  The Waits River abuts the property on the 
western side, approximately 200 feet from the building.   
 
The site and surrounding properties are serviced by private water supply wells and septic systems.  Two 
supply wells including one active well servicing the Waits River General Store and the other reportedly 
abandoned well that formerly serviced an adjacent neighbor (Welch Residence), are located 
approximately 150 feet southwest of the building.  According to the Vermont Agency of Natural 
Resources Internet Mapping Site of Private Wells, at least nine private water supply wells are located 
with a ½-mile of the site.  Four wells that are identified as being on the south side of the Waits River are 
downgradient to the site.  The closest private well to the site is located approximately 600 feet to the 
northeast.   This well is indicated as being 255 deep.  A 205 feet deep supply well owned by Gregory 
Manning is shown as located approximately 850 feet northwest of the site.  No supply wells are shown on 
the database as being owned by “Welch”. 
 
1.2   SITE HISTORY 
 
On 2 May 1994, Gary Fontaine of Bradford Oil Company inspected the removal of two gasoline USTs, 
having capacities of 1,000 and 3,000 gallons at Waits River General Store.  During the tank pulls, soils 
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had a peak VOC concentration of 45 parts per million (ppm) as measured by a photoionization detector 
(PID).  The average PID reading was 35 ppm.  The USTs were reported to be in fair condition upon 
removal.  A total of 100 cubic yards of petroleum-contaminated soils were stockpiled onsite; however, the 
limits of soil contamination were apparently not defined.  No samples were submitted for laboratory 
analysis.  It was alleged that the residual petroleum contamination discovered during the 1994 UST 
removals was from leaking USTs that were removed in 1984, which included two unregistered 1,000-
gallon gasoline USTs.  A site assessment and UST Closure report for the removal of the 1984 tanks could 
not be located.   
 
Soils in the 1994 excavation consisted of sand to approximately 11 feet below grade.  No groundwater or 
bedrock was encountered in the excavation.   
 
According to the current site owner, Bill MacDonald, a Bobbin Mill was located adjacent to the river 
Bank, on the subject property in the 1950s.   
 
1.3   OBJECTIVES AND SCOPE OF WORK 

 
The objectives of this ISI were to: 
 

• Evaluate the degree and extent of petroleum contamination in soil and groundwater; 
 
• Qualitatively assess the risks to environmental and public health via relevant sensitive 

receptors and potential contaminant migration pathways; and,  
 
• Identify appropriate monitoring and/or remedial actions based on the site conditions. 
 

To accomplish these objectives, ECS has: 
 

• Supervised the advancement of six soil borings and subsequent installation and sampling of 
four water-table monitoring wells (MW-1 through MW-4) and one onsite supply well for 
VOCs and TPHs; 

 
• Screened subsurface soils from the soil borings for the possible presence of VOCs using a 

PID; 
 

• Screened the ambient air in the basement of the onsite building for possible presence of 
VOCs using a PID; 

 
• Identified sensitive receptors in the area, and assessed the risk posed by the contamination to 

these potential receptors; and, 
 
• Prepared this summary report, which details the work performed, qualitatively assesses risks, 

provides conclusions, and offers recommendations for further action. 
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2.0   INVESTIGATIVE PROCEDURES AND RESULTS 
 

2.1 SOIL BORING / MONITORING WELL INSTALLATION 
 

On 10 May 2004, ECS supervised the completion of six soil borings and subsequent installation of four 
monitoring wells (MW-1 through MW-4) to initially characterize contaminant and hydrogeologic 
conditions at the site.   
 
During drilling activities, the soils generally consisted of yellow brown and brown sand with gravel 
overlying well-graded and poorly graded sand.  Varying amounts of clay was encountered in SB-6 located 
approximately 30 feet southwest of the 1984 USTs.  Refusal was met at 16 to 18 feet below ground 
surface in MW-1, MW-2, MW-3, and SB-5 on presumed bedrock.   
 
MW-1 was installed upgradient of all former/current USTs and the fuel dispenser; MW-2 and MW-3 
were installed downgradient of the former 3,000-gallon and the current 6,000-gallon UST; MW-4 was 
installed downgradient of the two former 1,000-gallon USTs removed in 1984; SB-5 was advanced west 
(crossgradient) of the former 1984 USTs; and SB-6 was advanced southeast (crossgradient) of the former 
1984 USTs.  No soil boring or monitoring well could be installed at the former location of the 1,000-
gallon UST removed in 1994 because access was blocked by a dumpster, and concerns about subsurface 
utilities.  Due to the steep pitch of the slope south of the main building, it was not practicable to install 
soil borings / monitoring wells further downgradient of the former 3,000 and 1,000-gallon USTs removed 
in 1994. 
 
ECS installed the soil borings using direct-push drilling methodology.  Soil samples were collected 
continuously from each boring using four-foot long polyethylene sleeves.  All down hole drilling and 
sampling equipment was decontaminated during use, as appropriate.     
 
The monitoring wells were constructed with one-inch diameter polyvinyl chloride (PVC) casing and 
factory-slotted 0.010-inch slot screen.  The tops of the screen sections were set between six and nine feet 
above the presumed groundwater level, if possible.  Sections of solid PVC riser were added to bring the 
tops of the well casings to approximately 0.5 feet bgs.  Clean silica #1 filter sand was placed in the 
borehole annulus around each well approximately two feet above the slotted interval.  A granular 
bentonite seal, approximately one foot thick, was set above the sand pack and the remainder of the 
annular space was backfilled with native material.   
 
A flush-mounted steel road box was placed over each monitoring well and cemented into place.  The 
wells were developed using a peristaltic pump and/or pre-cleaned bailers and drop line after installation 
was complete.  All purge water was discharged to the ground surface in the vicinity of each well. 
 
On 25 August 2004, the monitoring wells and soil boring locations were surveyed relative to existing site 
features, with an azimuth accuracy of ± 1.0 feet and an elevation accuracy of ± 0.01 feet.  Monitoring-
well construction details are included on the soil-boring and well-construction logs in Appendix A. 

 
2.2 SOIL-SCREENING RESULTS 

 
During the soil-boring program on 10 May 2004, PID readings ranging from zero to 529 parts per million 
(ppm) were obtained from soil samples collected from the soil borings.  The highest PID readings were 
recorded on soil samples collected within the saturated zone in MW-2, located downgradient of the 



Initial Site Investigation  Doc. No.  08-201435.00 
Waits River General Store  September 2004 
Waits River, VT  Page 4 
 

 

former 3,000-gallon UST and the current 6,000-gallon UST.  No other elevated readings over 2.0 ppm 
were obtained in the remaining borings.  
 
An ECS Scientist screened soil samples from discrete intervals in each soil boring for the possible 
presence of VOCs using a Thermo 580B portable PID.  The PID was calibrated in the field with an 
isobutylene standard gas to a benzene reference.  Soil samples were placed into a polyethylene bag, which 
was then sealed, agitated, and allowed to equilibrate.  The PID probe was inserted into the headspace, and 
the highest reading was recorded.  PID screening results are included on the boring logs in Appendix A. 
 
2.3 GROUNDWATER CHARACTERISTICS 
 
Based on the hydrogeologic data, the groundwater in the unconfined surficial aquifer at the site appears to 
flow generally southwest toward the Waits River.  A suspected anomalous water level was recorded in 
MW-4, which may be caused by the water table being influenced by the presence of backfill materials 
from the former UST excavations or other subsurface work in the area.  The average horizontal hydraulic 
gradient is approximately 13 percent between MW-1 and MW-3.  The vertical groundwater flow 
components at the site, and the hydraulic relationship between the shallow unconfined aquifer and the 
bedrock aquifer, are currently unknown. 
 
Fluid levels were measured in the monitoring wells on 3 June 2004 to calculate the groundwater flow 
direction.  Depths to groundwater in the on-site monitoring wells ranged from 11.31 feet (MW-4) to 13.04 
feet (MW-2) below top-of-casing.  Static water-table elevations were computed for each monitoring well 
by subtracting the measured depth-to-water readings from the surveyed top-of-casing elevations, which 
are relative to an arbitrary site datum of 100.00 feet.  Water-level measurements and elevation 
calculations are presented in Table 1.  A groundwater flow direction map was prepared using these data 
(Figure 3). 
 

TABLE 1. 
Groundwater Elevation Data 

Monitoring Date:  3 June 2004 

 
 

2.4 SAMPLING AND ANALYSIS  
 
Groundwater samples were collected on 3 June 2004 from the newly installed monitoring wells and the 
onsite supply well and analyzed for the possible presence of petroleum-related VOCs. 
 

                                                           
2 Vermont Groundwater Enforcement Standards (VGESs) for eight petroleum related VOCs are as follows: benzene - 5 µg/L; 
toluene — 1,000 µg/L; ethylbenzene - 700 µg/L; xylenes — 10,000 µg/L.; MTBE, a gasoline additive, - 40 µ/L; naphthalene — 
20 µg/L; 1, 2, 4-trimethylbenzene — 5 µg/L; and 1, 3, 5-trimethylbenzene —4 µg/L. 

Well I.D. Top of Casing 
Elevation Depth to Water Water Table 

Elevation
MW-1 100.00 11.37 88.63
MW-2 99.46 13.04 86.42
MW-3 98.16 12.94 85.22
MW-4 98.19 11.31 86.88

All values reported in feet relative to arbitrary site datum of 100.00 feet. 



Initial Site Investigation  Doc. No.  08-201435.00 
Waits River General Store  September 2004 
Waits River, VT  Page 5 
 

 

The Vermont Groundwater Enforcement Standard2 (VGES) was exceeded for 1,3,5 trimethybenzene 
(TMB) in MW-2, located downgradient of the former 3,000-gallon UST and the current 6,000-gallon 
UST.  1,3,5-TMB was detected at a concentration of 7.7 micrograms per liter (µg/L); the VGES for this 
compound is 4.0 µg/L. The only other petroleum-related VOC detected in the groundwater samples was 
1,2,4 TMB, which was also detected in MW-2.  The gasoline additive methyl tert-butyl ether (MTBE) 
was not detected in any of the wells. 
 
No petroleum-related compounds were detected in the shallow supply well, located approximately 150 
feet from the southwest corner of the building.   
 
Analytical results are included in Table 2, and on the Contaminant-Distribution Map (Figure 4).  
Laboratory report forms are included in Appendix B. 
 

TABLE 2. 
Summary of Laboratory Analytical Results 

Monitoring Date:  3 June 2004 
 

 
Prior to groundwater sample collection, the monitoring wells were purged with a disposable bailer and 
then sampled in accordance with ECS standard protocols.  Purge water was discharged directly to the 
ground in the vicinity of each well.  The supply well sample was collected from the pressure tank prior to 
the particulate and ultraviolet filter in the main building after purging the line for approximately 10 
minutes.  A trip blank and a duplicate sample were collected to ensure that adequate quality 
assurance/quality control (QA/QC) standards were maintained.  Analytical results of the duplicate sample, 
collected from MW-2, were all within the EPA reporting limit of 30 percent of the sample results.  No 
petroleum-related compounds were detected in the trip blank.   
 
All field procedures were conducted in accordance with ECS standard protocols.  All samples were 
transported under chain-of-custody in an ice-filled cooler to Spectrum Analytical, Inc. of Agawam, 
Massachusetts.  The monitoring groundwater samples and supply well sample were analyzed for VOCs 
by EPA Method 8021B.    
 

Well I.D. Benzene Toluene Ethyl benzene Xylenes Total BTEX MTBE 1,3,5-TMB 1,2,4-TMB Naphthalene Total VOCs

MW-1 BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 BRL<1.0 BRL<1.0 BRL<1.0 BRL
MW-2 BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 7.7 2.6 BRL<1.0 10.3
MW-3 BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 BRL<1.0 BRL<1.0 BRL<1.0 BRL
MW-4 BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 BRL<1.0 BRL<1.0 BRL<1.0 BRL

Supply Well BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 BRL<1.0 BRL<1.0 BRL<1.0 BRL
Duplicate       
(MW-2) BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 9.8 2.6 BRL<1.0 12.4

% difference 0 0 0 0 0 0 24 0 0 19
Trip Blank BRL<1.0 BRL<1.0 BRL<1.0 BRL<2.0 BRL BRL<1.0 BRL<1.0 BRL<1.0 BRL<1.0 BRL

VGES 5 1,000 700 10,000 -- 40 4 5 20 20
Notes:
Results given in micrograms per liter (µg/L).
BTEX - a sum of benzene, toluene, ethylbenzene, and total xylenes
MTBE - methyl tertiary butyl ether 
TMB - trimethyl benzene
TPH - total petroleum hydrocarbons (mg/L)
BRL - Below reporting limit
VGES - Vermont Groundwater Enforcement Standards, shaded area denotes exceedence of VGES
All samples collected by ECS and analyzed by Spectrum Analytical, Inc.
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2.5 AMBIENT AIR SCREENING 
 
On 3 June 2004 an ECS Scientist screened the ambient air in the basement of the main building for VOCs 
using a PID.  No elevated readings were observed.   
 
ECS used a Thermo 580B portable PID calibrated in the field with an isobutylene standard gas to a 
benzene reference.   
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3.0   SENSITIVE RECEPTOR SURVEY AND RISK ASSESSMENT 
 
3.1 SENSITIVE RECEPTOR SURVEY 
 
ECS conducted a survey to identify sensitive receptors in the vicinity of the Waits River General Store 
that could potentially be impacted by contamination associated with the site.  The following sensitive 
receptors were identified in the vicinity of the property. 
 

• The soils beneath the former UST and dispenser excavation areas; 
• The shallow overburden aquifer and onsite supply well; 
• The ambient air quality in the basement of the main building; 
• Waits River, located 200 feet south of the site; and, 
• The nearby offsite supply wells, identified as being within ½-mile of the site. 

 
3.2 RISK ASSESSMENT 
 
ECS qualitatively assessed the risks that the residual soil and dissolved-phase subsurface contamination 
poses to the receptors identified above.  In general, human exposure to petroleum-related contamination is 
possible through inhalation, ingestion, or direct contact while impacts to environmental receptors are due 
either to a direct release or contaminant migration through one receptor to another or along a preferential 
pathway.   
 

• Soil Beneath the Former UST Excavation - Elevated VOCs were detected in soil samples 
collected during closure of the former 3,000-gallon and 1,000-gallon USTs.  All soils were 
returned to the excavation.  The former excavation area is presently paved and at a depth of 
14 feet, and therefore; access to impacted soils in this area is restricted and presents low risk 
to the human health as long as this area remains capped.   

 
• Shallow Overburden Aquifer and Onsite Supply Well – The shallow overburden aquifer in 

the vicinity of the former USTs is impacted by one petroleum-related VOC above VTGES.  
The depth to groundwater is approximately twelve feet bgs.  The risk of human exposure 
from the localized groundwater VOCs contamination is low since no VOCs were detected in 
Monitoring wells MW-3 and MW-4, which are located between the onsite supply well and 
the area of apparent localized VOC contamination at MW-2.   

 
The site is served by a shallow dug supply well.  The well is located approximately 150 feet 
off of the southwest corner of the building, downgradient of the former and current UST 
locations.  Results of the 3 June 2004 sampling of the supply well indicate that no VOCs have 
impacted the water supply well.  Based on these results, the risk to human health is low.   

 
• Ambient Air Quality in Basement  - The basement in the main building is unfinished and 

appears to be limited to use as storage.  No PID readings were observed during screening of 
the ambient air during field activities.  Based on the relative low levels of VOCs in the 
groundwater detected at MW-2, the risk associated with potential impact of petroleum vapors 
in the basement is low.   

 
• Waits River – The Waits River is located approximately 200 feet south of the main building 

and former/current UST area.  Evidence of petroleum impact was not observed along the 
bank of the river or on the water surface.  The downgradient extent of plume migration is not 
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known at this time; however, considering the low concentrations in MW-2, there is a low risk 
of impact to the Waits River.   

 
• Offsite Water Supply Wells – At least nine private water supply wells are identified as being 

within ½-mile of the site.  Four of these wells are located on the opposite (south) side of the 
Waits River; and are considered not be at risk.  The other five wells are located upgradient 
from the source area, and therefore; impact to these wells is unlikely. 
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4.0   CONCLUSIONS 
 
Based on the results of the site investigation described above, ECS concludes the following: 
 

• Only one petroleum-related VOC, 1,3,5-Trimethylbenzene (1,3,5-TMB) was detected at 7.7 
micro grams per liter (ug/l), which is above Vermont Groundwater Enforcement Standard 
(VGES) of 4 ug/l.  The VGES exceedance was detected in monitoring well MW-2, which is 
located immediately down gradient of the former 3,000-gallon UST, and current 6,000 gallon 
UST.  The only other VOC detected was 1,2,4-TMB in MW-2 at 2.5 ug/l.  No total petroleum 
hydrocarbons (TPHs) were detected in any groundwater samples.  The concentrations of 
petroleum-related VOCs detected in monitoring well MW-2 are not uncommon at active gasoline 
retail facilities, and could be the result of incidental overfills during refueling events. 

 
• No petroleum-related VOCs or TPHs were detected in groundwater immediately downgradient of 

the two former 1,000-gallon USTs removed in 1984. 
 

• No soil boring or monitoring well could be installed at the former location of the 1,000-gallon 
UST removed in 1994 because access was blocked by a dumpster, and concerns about subsurface 
utilities.  However, based on the June 2004 groundwater elevation data, MW-2 is located 
downgradient of this UST.  The 1,000-gallon UST was located immediately east of the former 
3,000 gallon UST, and current 6,000-gallon UST. 

 
• No petroleum-related VOCs were detected the onsite private overburden supply well, located 

approximately 150 feet off the southwest corner of the building.  The risk of human exposure 
from the localized groundwater VOCs contamination is low since no VOCs were detected in 
Monitoring wells MW-3 and MW-4, which are located between the onsite supply well and the 
area of apparent localized VOC contamination at MW-2.   

 
• During the field activities, the soils generally consisted of yellow brown and brown sand with 

gravel overlying well-graded and poorly graded sand.  Varying amounts of clay was encountered 
in SB-6 located approximately 30 feet southwest of the 1984 USTs.  Refusal was met at 16 to 18 
feet below ground surface in MW-1, MW-2, MW-3, and SB-5 on presumed bedrock.   

 
• PID soil headspace readings ranged from non-detect to 529 parts per million (ppm).  The highest 

PID readings were recorded in the saturated zone at MW-2 soil boring.  No other elevated PID 
readings above 2 ppm were obtained in the other soil borings or well installations.  The risk of 
human exposure to the residual soil contamination is low since the contamination is at a depth of 
14 feet. 

 
• The groundwater in the unconfined surficial aquifer at the site appears to flow generally 

southwest toward the Waits River.  The average horizontal hydraulic gradient is approximately 13 
percent.   

 
• No visual evidence petroleum discharge (i.e., oily sheen) was observed at the bank or in the river 

at locations downgradient of the site on 3 June 2004.  The Waits River is located approximately 
200 feet south of the former and current UST locations.  Based on the distance to the river, and 
the low levels of VOC contamination the risk of environmental impact to the river is low.   
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• At least nine private supply wells are located within ½-mile of the site.  Based on the relative 
locations of the supply wells to the former UST area, and the direction of overburden 
groundwater flow, the risk of VOC impact to these wells is low. 
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5.0   RECOMMENDATIONS 
 
On the basis of the results of this investigation and the conclusions stated above, ECS recommends the 
following:  
 

4. A confirmatory groundwater-sampling event should be conducted in the Fall of 2004 to confirm 
the June 2004 results.  Monitoring wells MW-2, MW-3, MW-4 and the Waits River General 
Store supply well should be sampled.  In addition, the offsite water supply well at the residence 
located immediately east of the General Store should be sampled.  The groundwater samples 
should be submitted for laboratory analysis of VOCs using EPA Method 8021B.   

5. Upon completion of the Fall 2004 sampling event, a summary report should be prepared which 
includes relevant tables and figures, and identifies an appropriate course of action for the site.  If 
similar results are obtained during the Fall 2004 monitoring event then the site would be eligible 
for a SMAC. 

1. A copy of this report should be forwarded to Mr. and Mrs. MacDonald and the VTDEC. 
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